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AMENDMENTS NOTE ITEM QTY DESCRIPTION REMARKS
A| M- | P IRANSFORNER MOUNTING BOLTS ARE 10 BE STAINLESS BAODI-S | 2 |[BOLT 20MM S/STEEL CTRF+POLE)| NOTE 1
' BA0O06 1 [BOLT 20MM (POLE+XARM)
FOOTING TO BE CONCRETE 750MM DIA MINIMUM AS PER BA021 1 |HOOK PLATE
DRG 011981 BA02S 7 |pOLE STEP
EARTHING TO BE IN ACCORDANCE WITH MCI000S & SDI100. BAO34 1 [STRAP _BANDIT 19MM S/S
BAD40-16 | 1 |BOLT 16MM (1 POLE, 1 XARM)
FOR LV PHASE AND NEUTRAL USE A MINIMUM ONE (1> BA060-750 2 |BRACE CROSSARM STD 750mm
pare, 95MM SDI ALUMINIUM CABLE. TAOI0 T TINS. LONG PIN CCT
NEW SPACINGS AND 1A025-ND-T | 1 |SURGE DIVERTER (NO ELD)
ASEMBLES 1A030 1 |DROP OUT FUSE
MAO24 | A/R|LUG 1 HOLE SUIT 40mm CCT
MAO36 3 |OH TO UG EARTH GRID CONN, NOTE 3
MAO37 4 |OH EARTH CONNECTION-LUG
B MAO38 | A/R [CABLE SADDLE + INS.
MA0S2-1 1 |FUSE SWITCH SERVICE 100A 1PH
MA170 3 |[EARTH BATTERN
TRF 1 |[TRANSF. SWER (SIZE TO SUITD
XA020 1 |[XARM HV STD 2100x100x100
— XA060 1 |XARM HV STANDOFF 1800x100x100
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