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AutoCAD SHX Text
1). MINIMUM 8KN POLE TO BE USED 2). POLE FOUNDATION TO BE 2.3M DEEP WITH 300MM OF COMPACTED ROAD BASE INSTALLED FOR A POLE EMBEDMENT DEPTH OF 2.0M. 3). BATTERY UNITS ARE TO BE MOUNTED A MINIMUM OF 5.5M ABOVE GROUND LEVEL. 4). THE BESS SWITCHBOARD IS TO BE MOUNTED BELOW THE BATTERY UNITS ON THE FACE OF THE POLE AWAY FROM THE ROAD, ALL CABLES ARE TO BE INSTALLED WITH CABLE GLANDS ENTERING VIA THE BOTTOM OF THE ENCLOSURE. 5). EARTH CABLE TO BE INSTALLED ON THE OPPOSITE SIDE OF POLE TO THE DIRECTION OF TRAFFIC 6). STAINLESS STEEL BOLTS MUST BE USED TO ATTACH THE MOUNTING BRACE ASSEMBLY. 7). 95SQMM LVABC CABLE VIA LV LINKS AT THE TEE FROM THE MAIN DISTRIBUTION LINE. INSTALL IPC CONNECTORS FOR APPLICATION OF PERSONAL PROTECTIVE BONDS AT LV LINKS. 
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